
AS NOTED

NORTHEAST UTILITIES SERVICE CO.
FOR

TITLE

BY

DATE

SCALE

APP

DATE

CHKD

DATE

APPCHKBYREVISIONSDATENO.MF APP

APP

DATE

DWG. NO.

THE CONNECTICUT LIGHT & POWER COMPANY

designed checked

date detailed
SEN-BMCD

2-5-05

D
chkbydateno. revisions

0 60’30’

0 5’ 10’

HORIZONTAL SCALE IN FEET

VERTICAL SCALE IN FEET

DOCKET No. 272

FOR REFERENCE ONLY

NOT FOR CONSTRUCTION

MIDDLETOWN-NORWALK 345kV TRANSMISSION PROJECT

��Ô�

��Ô�

Sign

WG

UI 837

UI 838

UI 839

Brick

Column

UI 840

UI 5888

WM

Gas

Meter

12" Gas (Map)

12" Gas (Map)

GG

GG

UI 3074

WG

N/F

Ethel Applebaum

Vol. 703 Pg. 660

M180/L85

N/F

Pollack Westfair Associates

Vol. 1212 Pg. 267

M180/L84

N/F

George and Olympia Crist

Vol. 3172 Pg. 226

M180/L82,83N/F

Murren, Homa, and Pellegrino, Inc.

Vol. 534 Pg. 414

M180/L80

��Ô�

N/F

S.P.J., LLC

Vol. 3124 Pg. 88

M180/L78

N/F

S.K.D. Construction Company

Vol. 2299 Pg. 195

M180/L77

N/F

The Connecticut National Bank

Vol. 1092 Pg. 294

M180/L267

N/F

Eleftherios Jordanopoulos

Litsa Jordanopoulos

Vol. 1571 Pg. 300

��Ô�

M180/L266

N/F

Pollack Westfair Associates

Vol. 1212 Pg. 265

M180/L265

N/F

Grasso Realty, Inc.

Vol. 416 Pg. 413

M180/L264

N/F

Oceanside Ventures, LLC

Vol. 2211 Pg. 58

M180/L263

N/F

Armand J. Del Medico

Carolyn I. Del Medico

Vol. 3195 Pg. 75
��Ô�M180/L251

N/F

Mercurio Brothers, Inc.

Vol. 451 Pg. 189

M180/L250

WG WG

WG

Bit.

San. MH

TF=15.67

Inv.=7.5(E)

Inv.=7.5(W)

San. MH

TF=14.42

Inv.=5.7

San. MH

TF=14.38

Inv.=6.28 (N)

Inv.=6.38(E)

Inv.=6.38(W)

"C-L" CB

TF=13.76

Inv.=10.26(W)

Storm MH

TF=14.02

Inv.=8.49(N)

Inv.=7.49(N)

Inv.=7.22(E)

Inv.=6.92(W)

Drill

Hole

Fnd.

CHD Mon

W/Drill Hole

Fnd.

CHD Random

Mon W/Iron

Pin (Bent)

Fnd.

CHD Mon

W/Brass Hex

Nut Fnd.

"C"CB

TF=13.44

To Silt=10.7

Tel. MH

TF=16.09

6’8"x3’6"x4’6"

Brick

Tel. MH

TF=15.59

12’0"x6’0"x4’6"

Conc.

Tel. MH

TF=15.56

12’0"x6’0"x4’6"

Conc.

Tel. MH

TF=14.44

6’6"x3’6"x4’10"

Brick

E 859,334.96

E 859,371.03

SPLICE

VAULT 6433

N 612,515.54

SPLICE

VAULT 7533

N 612,523.20



L. ROWSE

C. COURTRIGHT 01224-10001 PG 079

PLAN AND PROFILE Sta. 557+50 to 566+50

TOWN OF FAIRFIELD ROUTE

S. NEWLAND

09/07/05

E 860,615.59

E 860,589.14

SEE NOTE 1

5 ISSUED CIVIL RFP CTC

E 860,375.03

PI

N 612,567.70

E 860,278.99

PI

N 612,537.11

E 860,516.85

PI

N 612,650.81

PROPOSED DUCT BANK

SEE NOTE 2

E 860,683.64

PI

N 612,952.22

6 ISSUED NU 3rd REVIEW CTC

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

SPLICE

VAULT 7534

N 612,866.15
SPLICE

VAULT 6434

N 612,886.69
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L. ROWSE

C. COURTRIGHT

PLAN AND PROFILE Sta. 564+00 to 573+00

TOWN OF FAIRFIELD ROUTE

S. NEWLAND

SEE NOTE 1

E 860,615.59

E 860,589.14

5 ISSUED CIVIL RFP CTC

SEE NOTE 2

E 860,747.12

PI
N 612,976.91

E 860,683.64

PI
N 612,952.22

E 860,969.19

PI
N 613,254.49

E 861,003.23

PI
N 613,319.35

6 ISSUED NU 3rd REVIEW CTC

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

SPLICE

VAULT 7534

N 612,866.15

SPLICE

VAULT 6434

N 612,886.69



AS NOTED

NORTHEAST UTILITIES SERVICE CO.
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0 5’ 10’
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FOR REFERENCE ONLY

NOT FOR CONSTRUCTION

MIDDLETOWN-NORWALK 345kV TRANSMISSION PROJECT

L. ROWSE

C. COURTRIGHT

PLAN AND PROFILE Sta. 570+50 to 579+50

TOWN OF FAIRFIELD ROUTE

S. NEWLAND

5 ISSUED CIVIL RFP CTC

E 861,477.35

PI

N 613,933.97

E 860,969.19

PI

N 613,254.49

E 861,003.23

PI

N 613,319.35

6 ISSUED NU 3rd REVIEW CTC

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC
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L. ROWSE

C. COURTRIGHT 01224-10001 PG 082

PLAN AND PROFILE Sta. 579+00 to 588+00

TOWN OF FAIRFIELD ROUTE

S. NEWLAND

SEE NOTE 1

5 ISSUED CIVIL RFP CTC

E 861,991.33

PI

N 614,448.66

E 861,596.03

E 861,635.81

E 861,477.35

PI

N 613,933.97

E 861,813.53

PI

N 614,302.30

PROPOSED DUCT BANK

EXISTING GRADE

6 ISSUED NU 3rd REVIEW CTC

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

SPLICE

VAULT 7535

N 614,071.64

SPLICE

VAULT 6435

N 614,104.53



L. ROWSE

C. COURTRIGHT 01224-10001 PG 083

PLAN AND PROFILE Sta. 587+00 to 596+00

TOWN OF FAIRFIELD ROUTE

S. NEWLAND





L. ROWSE

C. COURTRIGHT 01224-10001 PG 085

PLAN AND PROFILE Sta. 603+00 to 612+00

TOWN OF FAIRFIELD ROUTE

S. NEWLAND

SEE NOTE 1

E 863,991.91

PI

N 615,382.58

E 863,875.34

PI

N 615,343.38

E 863,639.26

PI

N 615,259.94

E 863,466.62

PI

N 615,188.33
E 863,774.76

E 863,817.45

PI

N 615,309.05
PI

N 615,322.40

E 864,035.11

PI

N 615,408.84

E 864,083.76

PI

N 615,482.27

E 864,158.61

PI

N 615,509.63

E 864,232.60

BETWEEN STATION 607+32 AND 609+39,

INSTALL REDUCED-HEIGHT DUCT BANK

SEE DRAWING NO. 01224-46003-PG 001

FOR DETAILS

SPLICE

VAULT 6437

N 615,565.70



WG

UI

1976

UI

1978

UI

1977

UI

1979

UI

1980

UI

757

UI

758

UI

759

UI

760

UI

761

GG

WG

Hyd.

UI

1981

UI

1982

Hyd.

WG

WG

WG

Conc. Curb

Conc. Walk

Grass

Bit.

Bit.

Bit.

Bit.

UI

762

UI

302

UI

3161

Bit.

UI

1984

Bit.
Bit.

CHD

Brass Disk

CHD

Cross Cut in

Conc. Mon. (Tipped)

CP-601

Grass

Grass

Grass

CHD RAND

Cross Cut in

Conc. Mon. 

UI

1983

Sign

Elec. 

Meter

WG

San. MH

TF=10.81

Inv.=5.81(SW)

San. MH

TF=22.31

Inv. Inaccessable

"C-L" CB

TF=11.0+/-

Inv.=7.5+/-

Tele. MH

TF=23.03

6’8"x3’6"x5’6"

 Brick/Iron

San. MH

TF=11.86

F/L=5.36

L. ROWSE

C. COURTRIGHT 01224-10001 PG 086

PLAN AND PROFILE Sta. 611+00 to 620+00

TOWN OF FAIRFIELD ROUTE

S. NEWLAND

NOTE:

1. SILT FENCE ON DOWN SLOPE SIDE OF CONSTRUCTION

AREA, INCLUDING SPOIL PILES.  IF AREAS ARE CURRENTLY

PAVED THEN USE EROSION CONTROL LOGS/GUTTER BUDDIES.

SEE NOTE 1

5 ISSUED CIVIL RFP CTC

E 864,806.05

PI

N 616,086.72

E 864,158.61

PI

N 615,509.63

E 864,232.60 E 864,253.58

E 864,332.90

PI

N 615,704.00

6 ISSUED NU 3rd REVIEW CTC

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

SPLICE

VAULT 6437

N 615,565.70

SPLICE

VAULT 7537

N 615,596.03
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GGGG

GG

GG

GG

WG

WG

WG

UI

749

UI

750

UI

751

WM

WM

UI

840UI

7961

UIUI

752

UI

753

UI

1973

UI

1974

UI

1975

UI

1976

UI

1977

UI

754

UI

755

UI

756

UI

757

UI

758

8" San.Sewer

GG

GG

GG

GG

GG
12" Steel Gas

WG

WG

Brick

Conc. Curb

Conc. Walk

Conc. Walk

Conc. Curb

Conc. Curb

Conc. Curb

Conc. Walk

Brick
Conc. Walk

Conc. Curb
Conc. Curb

Conc. Walk

5" Stone Wall

Bit.

Conc. Walk

Conc. Curb

Conc. Curb

Conc. Walk

Bit. Curb

Bit.

Conc. Walk

Grass

Conc. Curb

Conc. Walk

Conc. Walk

Grass

Bit.

Bit.

8" San.Sewer
Conc. Drive

Conc. Drive

Bit. Over

Conc. Drive

Conc. Drive
Conc. Drive

Bit.
Bit.

Conc. Drive

CP-601

CP-600

8" San.Sewer

Bit.

Bit. Curb

GG

GG

GG

Dry Well

TF=21.50

Dry Well

Dry Well

TF=22.50

Dry Well

TF=21.75

Dry Well

TF=21.50

"C-L" CB

TF=

Filled

"C-L" CB

TF=24.90

Filled

"C-L" CB

TF=25.00

Filled

San. MH

TF=22.59

Inv.=17.49(SW)

Inv.=17.49(NE)

AT&T

Tele. MH

TF=19.99

8’0"x3’7"x6’0"

Brick

Tele. MH

TF=23.03

6’8"x3’6"x5’6"

 Brick/Iron

Tele. MH

TF=24.12

8’0"x3’5"x6’9"

Brick/Iron

San. MH

TF=19.36

F/L=11.96

San. MH

TF=21.30

F/L=14.10

San. MH

TF=23.94

F/L=15.24

San. MH

TF=24.05

F/L=18.65

San. MH

TF=23.71

F/L=15.91

San. MH

TF=22.13

F/L=15.83
SEE NOTE 1

5 ISSUED CIVIL RFP CTC

E 864,806.05

PI

N 616,086.72

E 865,209.12

PI

N 616,465.10

NOTES:

1. SILT FENCE ON DOWN SLOPE SIDE OF CONSTRUCTION

AREA, INCLUDING SPOIL PILES.  IF AREAS ARE CURRENTLY

PAVED THEN USE EROSION CONTROL LOGS/GUTTER BUDDIES.

2. TREES AND SHRUBBERY TO BE REMOVED.

LOW GROWING

EVERGREENS

6 ISSUED NU 3rd REVIEW CTC

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

SPLICE

VAULT 7538

N 616,637.60

E 865,273.70

SPLICE

VAULT 6438

N 616,657.22

E 865,304.92

SEE
NOTE 2

12" CRIMSON
MAPLE

SEE NOTE 2

12" - 14" LOCUST



12"-14"

LOCUST

LOW GROWING

EVERGREENS

SEE NOTE 1

5 ISSUED CIVIL RFP CTC

E 865,415.96

PI

N 616,683.84

E 865,353.91

PI
N 616,691.58

SEE NOTE 2

NOTES:

1. SILT FENCE ON DOWN SLOPE SIDE OF CONSTRUCTION

AREA, INCLUDING SPOIL PILES.  IF AREAS ARE CURRENTLY

PAVED THEN USE EROSION CONTROL LOGS/GUTTER BUDDIES.

2. TREES AND SHRUBBERY TO BE REMOVED.

E 865,645.39

PI
N 616,986.57

E 865,617.22

PI
N 616,881.80

EXISTING
GRADE

PROPOSED
DUCT BANK

6 CTCISSUED NU 3rd REVIEW

7 CTCISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

SPLICE

VAULT 7538

N 616,637.60

E 865,273.70

SPLICE

VAULT 6438

N 616,657.22

E 865,304.92

12" CRIMSON MAPLE

SEE NOTE 2

SEE NOTE 2

SEE NOTE 2

ISSUED UNDER CROSSING DEVELOPMENT

AND MANAGEMENT PLAN

SEE UTILTY BRIDGE CROSSING

DWG. NO. 01224-16304 PG 001

FOR LAYOUT AND DETAILS

SUBMITTED UNDER CROSSING

DEVELOPMENT AND

MANAGEMENT PLAN
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656+00 657+00 658+00 659+00 660+00 661+00 662+00 663+00 664+00 665+00

SEE NOTE 2

4 ISSUED CSC CTC

SEE NOTE 1

4" BRADFORD PEAR

E 867,291.84

PI

N 617,809.81

E 867,352.78

PI

N 617,789.86

E 867,389.87

PI

N 617,794.65

E 867,420.78

PI

N 617,803.40

E 868,029.13

E 868,131.17

ISSUED NU 3rd REVIEW CTC7

CTC8 ISSUED CABLE RFP

ISSUED CIVIL REVISED BID CTC9

ISSUED CSC REVISED CTC10

SPLICE
VAULT 6440
N 617,869.60

SPLICE
VAULT 7540
N 617,898.78

4" BRADFORD PEAR

SEE NOTE 1



C. COURTRIGHT 01224-10001 PG 092

L. ROWSE

PLAN AND PROFILE AT 663+00 TO 672+00

CITY OF BRIDGEPORT ROUTE

S. NEWLAND

1 ISSUED 60% PRELIMINARY CTC

CTCISSUED DOT/MUNICIPALITY REVIEW2

CTC3 ISSUED NU FINAL REVIEW

SEE NOTE 2

NOTES:

1. TREES AND SHRUBBERY TO BE REMOVED.

2. SILT FENCE ON DOWN SLOPE SIDE OF CONSTRUCTION

 AREA, INCLUDING SPOIL PILES.  IF AREAS ARE CURRENTLY

 PAVED THEN USE EROSION CONTROL LOGS/ GUTTER BUDDIES.

4 ISSUED CSC CTC

SEE NOTE 1

10" MAPLE

12" MAPLE

4" BRADFORD PEAR

5 ISSUED CIVIL RFP CTC

9" MAPLE

SEE NOTE 1

E 868,271.70

PI

N 617,978.05

E 868,131.17

E 868,029.13

SEE NOTE 1

6 ISSUED NU 3rd REVIEW CTC

CTC7 ISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

9 ISSUED CSC REVISED CTC

SPLICE

VAULT 6440

N 617,869.60

SPLICE

VAULT 7540

N 617,898.78
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C. COURTRIGHT 01224-10001 PG 093

L. ROWSE

672+00 673+00 674+00 675+00 676+00 677+00 678+00 679+00 680+00

PLAN AND PROFILE AT 671+00 TO 680+00

CITY OF BRIDGEPORT ROUTE

S. NEWLAND

1 ISSUED 60% PRELIMINARY CTC

CTCISSUED DOT/MUNICIPALITY REVIEW2

08/15/05

CTC3 ISSUED NU FINAL REVIEW

4 ISSUED CSC CTC

12" LOCUST

5 ISSUED CIVIL RFP CTC

E 868,809.67

PI

N 618,481.82

1-U ADDENDUM CTC

BETWEEN STATION 673+45 AND 674+92,

INSTALL REDUCED-HEIGHT DUCT BANK

SEE DRAWING NO. 01224-46003-PG 001

FOR DETAILS

671+00

ISSUED NU 3rd REVIEW CTC7

BETWEEN STATION 679+15 AND 679+70,

INSTALL REDUCED-HEIGHT DUCT BANK

SEE DRAWING NO. 01224-46003-PG 001

FOR DETAILS

CTC8 ISSUED CABLE RFP

ISSUED CIVIL REVISED BID CTC9

ISSUED CSC REVISED CTC10

SEE DRAWING NO.

01224-10001 PG 113

FOR VAULT AND DUCT

BANK PROFILE

NORTH



GGGG
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T

695+00 696+00 697+00 698+00 699+00 700+00 701+00 702+00 703+00

1 ISSUED 60% PRELIMINARY CTC

CTCISSUED DOT/MUNICIPALITY REVIEW2

CTC3 ISSUED NU FINAL REVIEW

FENCE TO BE REMOVED
AND REPLACED.

SEE NOTE 1

6" MAPLE 6" MAPLE

4"-6" BRADFORD PEAR

IN MEDIAN (TYP)

SEE NOTE 2

NOTES:

1. TREES AND SHRUBBERY TO BE REMOVED.

2. SILT FENCE ON DOWN SLOPE SIDE OF CONSTRUCTION

 AREA, INCLUDING SPOIL PILES.  IF AREAS ARE CURRENTLY

 PAVED THEN USE EROSION CONTROL LOGS/ GUTTER BUDDIES.

4 ISSUED CSC CTC

GUARD HOUSE TO 

BE REMOVED 

AND REPLACED

5 ISSUED CIVIL RFP CTC

1-U ADDENDUM CTC

4"-6" BRADFORD PEAR 

IN MEDIAN (TYP)E 870,131.33

E 870,154.50

E 870,201.42

PI

N 620,324.57

E 870,211.81

PI

N 620,399.15

E 870,244.73

PI

N 620,444.32

E 870,039.23

PI

N 620,106.41

BETWEEN STATION 698+10 AND 698+95,
INSTALL REDUCED-HEIGHT DUCT BANK
SEE DRAWING NO. 01224-46003-PG 001
FOR DETAILS

SEE NOTE 1

SEE NOTE 1

4" BRADFORD
PEAR

703+50694+50

E 870,253.92

PI

N 620,457.24

ISSUED NU 3rd REVIEW CTC7

CTC8 ISSUED CABLE RFP

ISSUED CIVIL REVISED BID CTC9

9 ISSUED CSC REVISED CTC

SPLICE

VAULT 7542

N 620,238.29SPLICE

VAULT 6442

N 620,192.57



T

703+00 704+00 705+00 706+00 707+00 708+00 709+00 710+00 711+00 712+00

1 ISSUED 60% PRELIMINARY CTC

CTCISSUED DOT/MUNICIPALITY REVIEW2

CTC3 ISSUED NU FINAL REVIEW

NOTE:

1. SILT FENCE ON DOWN SLOPE SIDE OF CONSTRUCTION

 AREA, INCLUDING SPOIL PILES.  IF AREAS ARE CURRENTLY

 PAVED THEN USE EROSION CONTROL LOGS/ GUTTER BUDDIES.

SEE NOTE 1

4 ISSUED CSC CTC

5 ISSUED CIVIL RFP CTC

E 870,821.99

PI
N 621,222.81

E 870,979.64

PI
N 621,420.26

6 ISSUED NU 3rd REVIEW CTC

CTC7 ISSUED CABLE RFP

8 ISSUED CIVIL REVISED BID CTC

9 ISSUED CSC REVISED CTC
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